Featured Application: The results show that the performance of the air-cooling tower under crosswind conditions can be improved by using the rotating wind deflectors at an optimal rotation speed, which can supply the theoretical support for relevant engineering applications.
Introduction
Some areas are rich in coal resources but lacking in water resources. Air-cooling systems are widely used to help conserve water, especially in areas where water is scarce. Water quantity determines the type of cooling towers used in a power plant. An air conditioning system was modeled in TRNSYS software [1] for energy and water conservation; the results showed the benefits of optimizing the control strategy and cooling tower configuration with a maximum energy savings and water reduction of 10.8% and 4.8%, respectively [2] . To protect water resources, significant conservation is obtained by applying an indirect air-cooling tower as shown in References [3, 4] . The indirect air-cooling tower is relatively complex, and the consumption of the circulating pump is relatively high; however, it can achieve low back pressure due to the hybrid condenser. The cooling unit could save approximately 50-80% of water compared to a wet-cooling tower. The indirect dry-cooling tower removes heat due to the natural buoyancy generated by heated air near the radiator; therefore, the thermal performance of the radiator is substantially affected by environmental factors, especially crosswind and temperature. Gao et al. [5] investigated the thermal performance of a wet-cooling tower with different filling layout patterns under windless and 0.4 m/s crosswind conditions, respectively, It is difficult to perfectly satisfy the similarities for Re D and Fr simultaneously in the laboratory; limited similarity conditions could be achieved between the prototype and the experimental model. The key scaling parameters used in the experimental model include the aspect ratio of the tower, crosswind speed ratio, Froude number, and Euler number [28] . Hot water was intended to provide hot fluid at 40 • C through the radiator tubes in the air-cooling tower. The outlet temperature of the radiators was taken by the average temperature after several experiments. Hot water flowed inside the tubes while air acted as a coolant, flowing outside the finned tubes. The wind speed in the experiment was 1/10 of the true wind speed; thus, the inlet wind velocity at the upward side of the tower, produced by the lower fan, was 0 m/s for the windless state and 0.2, 0.3, 0.4, 0.5, 0.6, and 0.8 m/s thereafter. According to the distribution of natural wind and the vertical distance between the two fans in the experiment, the top-level wind velocity produced by the upper fan was approximately 0 m/s in the windless state and 0.4, 0.6, 0.8, 1.0, 1.2, and 1.6 m/s according to previous research [27] .
The inlet velocity of the air in the air-cooling tower was quite small due to natural wind, which led to a larger measurement error. The natural-wind-simulating system shown in Figure 3 was used in the experiment to increase the inlet velocity. To investigate the effect of inlet air on the cooling performance and to improve the wind environment, a rotating wind deflector system was adopted in the experimental system. A sketch of the rotating wind deflector system is shown in Figure 3 , and a picture of the wind deflector is shown in Figure 4 .
During the experimental process, air flow from the laboratory room was induced through the wind tunnel by a small fan to pass successfully into the air-cooling tower. Hot water was driven to the air-cooled heat exchangers by a pump from a hot water tank, which could heat the water to 40 • C using electric heating rods (0-6 kW). The outlet temperature of the water in the heat exchangers was measured using two high-precision PT100-type thermal resistors with an accuracy of ±0.1 • C. The flow rate of water into the tower was measured by a rotameter (0-15 L/min with a minimum scale of 0.01 L/min). Air velocity was measured using a KA22-type hot-wire anemometer with an accuracy of 0.01 m/s. The air temperatures of the tower inlet and outlet were measured by two sets of multi-point T-type copper-constantan thermocouple grids, respectively. Each set contained six calibrated thermocouples with an accuracy of ±0.2 • C.
The change law of total heat transfer for the radiators was revealed by testing the temperature differences of the cooling water in the radiators. Small adjustable-speed fans were placed in the upper and lower air ducts to simulate ambient crosswind. During data collection, each measured value was read at least three times. Then, the arithmetic mean of the recorded data for a certain working condition was used to calculate the other parameters. This experiment was completed under atmospheric pressure and room-temperature conditions (15-25 • C). The air-cooled radiators in a crossflow of air were studied. One of the radiators is shown in Figure 5 ; they consisted of finned tube heat exchangers with double rows of tubes, a single tube-pass, and plain fins. Heat exchangers only tested samples of the air-cooling tower used in the power plant. The tubes and fins were constructed from copper and aluminum, respectively. The fins measured 143 × 125 × 44 mm, and fin thickness and space were 0.5 mm and 2.5 mm, respectively. Six sets of radiators were installed at the bottom of the cooling tower in this experiment, with 10 tubes inside each set of radiators. The installation configuration of the experimental system is shown in Figure 6 . Suitable data acquisition systems and data collectors were used to gather and save the experimental data. The transient temperature of water and air, declines in water pressure, and water flow meter signals were measured and recorded using a real-time hybrid recorder. The testing parts were covered by thick foam insulation to reduce heat loss. All measurement instruments were adjusted to verify the testing methods and results before the experiment was officially initiated. According to uncertainty estimation methods [29] , the maximum experimental uncertainty for the temperature drop and heat transfer rate of water was 1.41% and 2.06%, respectively.
Data Reduction
Given the challenge in measuring some parameters directly (e.g., the wall temperature of heat exchangers and heat transfer rate) to obtain the convection heat transfer coefficient of the air side, experimental data were reduced to evaluate the cooling performance of the air-cooling tower. The thermal properties of air and water were determined based on the average value of each respective temperature. The main data reduction process is described in detail below. The cooling performance of the air-cooling tower is characterized by selecting the key measurement parameters and evaluation indices.
Cooling Temperature Drop
The mean cooling temperature drop of cooling water can reflect the cooling performance of the cooling tower in the natural wind environment. The mean cooling temperature drop of cooling water, ∆T, is calculated by
where T i and T o are the inlet and outlet temperature of cooling water, respectively, inside the cooling tower.
Heat Dissipating Capacity
The heat dissipating capacity of the cooling tower represents the heat transfer rate of the radiators at the bottom of the tower. It is computed by the temperature drop in cooling water.
where q w is the volume flow rate of cooling water.
Thermal Efficiency Coefficient
The mean cooling temperature drop of cooling water does not fully reflect cooling tower performance. The thermal efficiency coefficient [30] of the cooling tower is adopted to characterize the difference in cooling performance of the indirect air-cooling tower under crosswind conditions or windless conditions. The thermal efficiency coefficient ε th is defined as the ratio of heat transfer rate at a certain wind velocity to that with no wind [30] :
where the subscript "v" stands for crosswind with a certain velocity, and the subscript "0" indicates no crosswind.
The thermal efficiency coefficient of the cooling tower is a dimensionless parameter, denoting cooling performance between the experimental model and numerical model. The thermal efficiency coefficient from the experiment is calculated according to the temperature decline of water flowing through the cooling tower radiators. The coefficient from the numerical simulation can be obtained according to the ratio of the heat transfer rate through FLUENT software. Then, results from the experiment can be compared and analyzed against those from the numerical model based on the thermal efficiency coefficient.
Dimensionless Velocity
Dimensionless velocity is adopted to compare the results from the experimental and numerical methods, considering the differences between the models used in the experiment and numerical analysis. Dimensionless velocity V at a certain value is defined as
where v is the crosswind velocity; and v max and v min are the maximum and minimum velocities with crosswind, respectively.
Numerical Model

Governing Equations
Air flow is assumed to be steady. A general differential equation of flow and heat transfer is governed by the following equation [31] :
where ∅ is the general dependent variable, which can represent u, v, w, k, ε, T, and 1. ρ is the air density; Γ is the generalized diffusion coefficient; and S is the source term. The specific forms of these equations are listed in Table 1 . In Table 1 , µ t is the turbulent viscosity coefficient, and G is the turbulent energy generation rate derived from the following equations. 
ρG − ρε is the net source term. The constants of the turbulence model in Table 1 are as follows:
, and σ ε = 1.3. where P r is the Prandlt number of fluid and P T is the turbulent Prandlt number.
The treatment of buoyancy is based on the Boussinesq approximation of density variation and temperature change. The air flow in the computational domain is assumed to be incompressible. The variation in air density in the tower is mainly caused by air temperature according to the following equation:
It is difficult to draw a grid for the complex structure of the radiator in the cooling tower, especially the finned tube bundles. In FLUENT, the radiator model is an effective method to manage the structure. The resistance in air flow caused by the radiators is expressed as a drag source term in a momentum equation:
where the pressure drop coefficient k v is a constant computed from the following experimental correlation [32] with a value of 0.81. Heat transferred from the finned tube bundle radiators to air is expressed as an energy source term in the air energy equation:
where k is the overall heat transfer coefficient of the radiator. T w is the water temperature, and T a is the air temperature. A v is the heat transfer area of the radiators. The overall heat transfer coefficient k is approximately 1600 W/(m 2 ·K) according to the experimental data.
Model Geometry
The hyperbolic-type natural draft dry-cooling tower modeled in the previous CFD study is 154 m tall and 58 m in diameter with a 10.5 m tower inlet height and throat diameter of 34 m. The computational domain is a cube shape measuring 400 m high and 800 m long, as shown in Figure 7 . Based on the similarity principle, the experimental cooling tower model is a reduced model with a scale of 0.01, and the numerical results can be compared with experimental data based on heat transfer characteristics. 
Boundary Conditions
As shown in Figure 8 , the pressure-inlet condition on the boundary of the computational domain is used when there is no crosswind, whereas the velocity-inlet condition is adopted when crosswind exists. Environmental wind speeds at different heights are solved by the power exponent function according to the following air velocity profile [33] , where the user-defined function is used to set the different wind speed at different heights:
where v c is the velocity at a height of 10 m, and the exponent α in Equation (11) is the crosswind velocity profile index based on ground roughness, which depends on atmospheric stability (set at 0.28) [34] . The other four outlet boundaries were defined as pressure outlets with atmospheric pressure. The ground was set to an adiabatic and no-slip boundary condition with the standard wall function adopted for near-wall treatment of turbulent flow. The flow pressure loss and heat transfer process in the radiator zone was treated as an infinite thin surface applied to the radiator model in ANSYS FLUENT. The radiator temperature was set at 313 K. 
Solver and Mesh
The geometric model was divided into four parts, drawing each grid separately before assembling mesh to generate the hybrid grid, shown in Figure 7 . The face between the outward space and wind deflector zone, the face between the wind deflector zone and radiator zone, and the face out of the tower were set as the interface. The density box was used at the cooling tower exit.
The pressure-based solver with a steady state and SIMPLE solution method was applied to incompressible air flow. The viscous model was set as the standard k-ε model to describe the turbulence condition. The second-order upwind scheme was adopted to discretize the governing equation, where the body force weighted was used. The residual of the absolute convergence criteria was set at 0.0001 each for the continuity, momentum, and energy equations. The convergence criteria were consistently obtained after about 3000 iterations from a standard initial solution.
Grid Independence and Model Validation
To verify the independence of the grid, three grid members with cells of 655,132, 741,451, and 805,315 were adopted separately. The air flow rate into the tower was calculated using three individual grids. Then, the heat transfer rate of the three cases was compared, displayed in Figure 9 . The heat transfer rate of 655,132 cells is 5% greater than that of 741,451 cells. The result varies negligibly when the number of grid nodes exceeds 800,000: the results of 805,315 cells is 1% less than that of 741,451 cells, indicating that further refinement of the grids has little influence on the numerical results. Thus, the grid number of 741,451 was chosen for the following computations. To validate the numerical model, thermal efficiency coefficients of the cooling tower from the numerical model are compared with those from the experiment, shown in Figure 10 , which depicts the effect of crosswind on the thermal efficiency coefficients. The maximum deviation of the thermal efficiency coefficient between the numerical simulation and experiment is 13.02% when the dimensionless velocity is 0.5, and the mean difference between them is 4.9%. The results of the numerical simulation agree well with those of the experiment. 
Results and Discussion
The Effect of Crosswind on Cooling Performance
In the air-cooling tower, heat transfers from hot water to the radiators and finally to the air. The air density varies with changing temperature. Surrounding air enters the cooling tower evenly from all sides depending on the density difference. Figure 11 shows the air velocity contours with crosswind when the crosswind speed is 0 m/s, 3 m/s, 4 m/s, 5 m/s, 6 m/s, and 7 m/s. The speed field inside and outside the tower is clearly depicted; the whole space presents a symmetrical distribution, and the contour map is essentially symmetrical from left to right in the absence of crosswind.
The air velocity near the tower wall is smallest due to the viscous force effect of the wall. When the crosswind speed gradually becomes larger, the wind velocity in the tower becomes greater at low wind speeds. The air velocity flowing out of the tower is relatively close to that of ambient wind flow passing through the outlet of the cooling tower, suggesting that the air flow rate is not substantially affected by crosswind under a low wind speed. Meanwhile, the heat transfer of the radiators in the bottom of the cooling tower is enhanced because the air velocity of the tower inlet wind speed becomes larger. As the crosswind speed continues to increase, the air flow in the cooling tower is more complex, and the flow rate is slower. In this case, the air flow rate at the outlet of the cooling tower decreases, implying that the air flow rate entering the tower is smaller. Thus, heat transfer from the bottom radiator is weakened in the cooling tower. Figure 11 shows that the air flow rate into the tower becomes nonuniform with the increment of wind speed and declines on both sides. The air is forced to change direction around a cylinder for radiator resistance at the upwind. Therefore, a lower temperature exists upwind for stronger convective heat transfer compared to downwind. The heat transfer efficiency of the radiators declines accordingly. These results agree with those reported earlier by Al-Waked [35] . The temperature contours at the center of the xy plane at various crosswind speeds are shown in Figure 12 . However, as the crosswind speed increases, the heat transfer rate and air flow rate into the tower increase slightly once the wind speed exceeds 6 m/s. The air flow rate and heat transfer rate obtained by numerical simulation vary with crosswind velocity as shown in Figure 13 . Moreover, the thermal efficiency coefficients of the cooling tower from the numerical and experimental results are shown in Figure 10 and are used to validate the numerical model. Figure 14 shows the variation of the temperature drop with the increment of wind velocity as obtained through the experiment. The cross-ventilation at the bottom of the tower reaches a minimum at the velocity of 6 m/s. The worst heat transfer performance occurs at the velocity of 5 m/s through comparing the numerical results with the experimental data; the heat transfer rate is reduced by 32.4% and the air flow rate is reduced by 62.5% according to Figures 13 and 14 , versus results without crosswind. Figure 14 shows that the corresponding temperature drop is the minimum, and the crosswind at 5 m/s exerts a substantial impact on the overall performance of the tower.
Effect of Crosswind on Performance with Wind Deflectors
From the above result, the crosswind with 5 m/s velocity has a significant effect on the air flow rate and heat transfer rate. To improve heat transfer performance, a numerical simulation was carried out with crosswind at 5 m/s. The results were observed and analyzed with various numbers of wind deflectors: 4, 8, 12, 16, 20 , and 24, respectively. The velocity vectors of air at the tower inlet with varying wind deflectors under a crosswind speed of 5 m/s are shown in Figure 15 . Figure 16 illustrates the contours of static pressure of air at the tower inlet with various wind deflectors under a crosswind speed of 5 m/s. Figures 15 and 16 show that different numbers of wind deflectors exert different effects on the air flow field. As the number of wind deflectors increases, the wind static pressure in the center of the tower begins to climb, presumably because the wind at the bottom of the cooling tower starts to gather toward the center, and the wind speed on the leeward side gradually increases. The inlet air velocity of the leeward side with 24 wind deflectors is significantly higher than that with other numbers of wind deflectors. Figure 17 shows the variations in air flow rate and heat transfer rate with different numbers of wind deflectors obtained by the numerical simulation. Ventilation and heat transfer are respectively maximized with eight and four wind deflectors. The comparison of temperature contours at the tower inlet with four and eight wind deflectors is shown in Figure 18 . The local high temperature and ventilation with eight wind deflectors is weaker and more homogeneous than with four wind deflectors because the former allows heat transfer from the radiators to be removed quickly from the cooling tower to avoid heat accumulation at the bottom of the tower. Moreover, the radiator is protected. The numerical results show that the air flow rate and heat transfer rate of the tower can be increased maximally by 61.7% and 15.1%, respectively, when eight wind deflectors are arranged at the bottom of the cooling tower. 
Effect of Crosswind on Performance with Rotating Wind Deflectors
To reduce the influence of crosswind on the cooling tower, wind deflectors were installed on a motor-driven rotary support. The rotating velocity was controlled by a transmission. The air flow rate and heat transfer rate of the tower were obtained from the numerical results when the crosswind velocity was 5 m/s with eight wind deflectors. The temperature contours at the tower inlet with various rotating velocity for the wind deflectors are shown in Figure 19 at a crosswind speed of 5 m/s.
Variations in the air flow rate and heat transfer rate of the cooling tower with different rotating velocities with four and eight wind deflectors at a wind speed of 5 m/s are shown in Figure 20 . The air flow rate decreases continuously, while the heat transfer rate decreases to the minimum at a rotating velocity of 2 r/min with eight wind deflectors and 4 r/min with four wind deflectors. The entrance of outside air into the tower is prevented by the wind deflectors with a lower rotation speed, which seriously affects the radiator heat transfer. The heat transfer rate of the cooling tower with eight wind deflectors begins to increase as the rotating velocity of the wind deflectors exceeds 2 r/min, while that with four deflectors begins to increase when the rotating velocity is over 4 r/min. Furthermore, the air is disturbed by the rotating deflectors at the bottom of the tower. In the present study, the air flow rate is positive when air flows from the bottom to the top of the tower and negative when air flows from the top to the bottom in the tower. Figure 20 shows that when the air is disturbed by the rotating deflectors, the air flow rate becomes negative when the rotating velocity is higher than 2 r/min with eight deflectors or higher than 4 r/min with four deflectors, indicating that the air flow direction moves from top to bottom. The heat transfer rate increases with an increasing absolute value of the air flow rate.
The numerical simulation results of the thermal efficiency coefficients of the cooling tower with rotating wind deflectors are shown in Figure 21 . The thermal efficiency coefficients grow with the increment of the rotating velocity when it exceeds 2 r/min. With eight wind deflectors, the effect of heat transfer from the radiators improves as the rotating speed increases to over 2 r/min. Thereafter, the wind direction in the tower reverses as the rotating speed increases. As the rotating speed accelerates, the suction effect becomes stronger, similar to a wind machine. Then, heated air is removed from the tower. Thus, the thermal-hydraulic and cooling performance of the air-cooling tower is enhanced by rotating wind deflectors.
However, the economic benefit of rotating wind deflectors is mainly determined by heat transfer enhancement and power consumption from the driving motor. For example, the motor power is approximately 3 kW when driving a gear of 400 kg rotating at a speed of 5 r/min, and the heat transfer rate can be increased by 33.9% according to Figure 20 whereas motor power loss is negligible.
Conclusions
Under windless conditions, the wind entering the tower is uniform. However, as the crosswind speed increases, the air flow rate and heat transfer rate of the air-cooling tower decreases and then increases. Therefore, the idea of rotating wind deflectors is proposed and found to be efficacious for saving energy on radiator heat transfer in the air-cooling tower according to the numerical simulation and experimental results. The following conclusions are drawn.
(1) Crosswind has great influence on air-cooling tower performance. The worst point occurs at a crosswind speed of 5 m/s, at which point the heat transfer rate and air flow rate decline by 32.4% and 62.5%, respectively.
(2) Compared with conditions without wind deflectors at a crosswind speed of 5 m/s, the air flow rate and heat transfer rate of the tower increase maximally by 61.7% and 15.1%, respectively, when eight wind deflectors are arranged at the bottom of the cooling tower.
(3) The thermal-hydraulic and cooling performance of the air-cooling tower are enhanced by rotating wind deflectors. An air-cooling system with rotating wind deflectors is complex; hence, the relevant mechanisms and applications warrant further study with attention paid to thermal-hydraulic, energy-saving, pump consumption, space-saving, and economic performance. Author Contributions: Xueping Du designed the experiment system, conducted the model experiment, and wrote the manuscript. Dongtai Han proposed the numerical simulation model, analyzed the results, and checked and revised the whole manuscript. Qiangmin Zhu finished the numerical simulation and collected the experimental data together.
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